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HLTI Sampling: Report - Introduction 

17/09/2021

 Lead HBFA 

Sample 
Inspectors 

Inspection start 16/08/2021 Inspection end 17/08/2021 Submission 

PIC ID #  PIC204  Site name  MacLellan's Castle 

Introduction: 
As a result of findings on the first four full site High Level Tactile Inspections,  SMT endorsed an accelerated 
programme that will see high-level tactile sample inspection carried out initially to 16 sites identified as 
having a high risk potential. 
Sample inspection for MacLellan's Castle was carried out in accordance with HES Management of Risk 
presented by High-level Fabric Policy and High level Tactile Inspection Procedures. 
Tactile inspections of three sample areas,  North East elevation adjacent Castle Bank, North West elevation of 
the Ice House and North West elevation above the main entrance  (agreed in advance by the T1 team and the 
Region) were completed using a MEWP. Time and the availability of the MEWP allowed a further two areas to 
be partially inspected, following discussion with the Works Manager. These were South East elevation of 
Kitchen and South West and North West walls around rear entrance. Sample Area C was also extended. 

HLF Inspection Risk Matrix: 
HES-T1C-HLF-RAS-X-X-V0200-RiskMatrix 

HLTI Sample Areas: 

Area: Colour: Sample Area Name: 
A North East Elevation djacent to Castle Bank 

202108-MacLellan'sCastle-ConditionReport Section 2 
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B North West Elevation of Ice House 
C North West Elevation 
D South East Elevation 
E South West Elevation 

202108-MacLellan'sCastle-ConditionReport Section 2 










